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March 10, 2020 

PMB Orange 2 LLC 
3394 Carmel Mountain Road, Suite 200 
San Diego, California 92121 

Attention: Mr. Peter Jeong 

Subject: Report of Geotechnical Investigation 
Proposed Phase 1 Medical Office Building 
NEC S. Main Street and W. Stewart Drive 
Orange, California 
GPI Project No. 2981.I 

Dear Mr. Jeong: 

Transmitted herewith is our report of geotechnical investigation for the subject project.  The 
report presents our evaluation of the foundation conditions at the site and 
recommendations for design and construction. 

We are providing this report in an electronic format.  When requested, we will provide wet 
signed originals for submittal to regulatory agencies.   

We appreciate the opportunity of offering our services on this project and look forward to 
seeing the project through its successful completion.  Feel free to call us if you have any 
questions regarding our report or need further assistance. 

Very truly yours, 
Geotechnical Professionals Inc. 

James E. Harris, G.E. 
Principal 
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1.0 INTRODUCTION 

 
1.1 GENERAL 
 
This report presents the results of a geotechnical investigation performed by 
Geotechnical Professionals Inc. (GPI) for the proposed Phase 1 Medical Office Building (MOB) 
project located at St. Joseph Hospital in Orange, California.  The site location is shown on the 
Site Location Map, Figure 1.  
 
1.2 PROJECT DESCRIPTION 
 
The proposed project will consist of a concrete podium type building consisting of 3 levels above 
grade and 4 to 5 levels of below grade parking.  The ground level will consist tenant space, 
parking entry ramps and Columbia Street extending through the building.  The upper 2 levels will 
consist of tenant space for the MOB.  The below grade levels will consist of parking garage.  
The building will cover a footprint of approximately 44,400 square feet (sf).    
 
Current plans indicate that the structure will be constructed 4 to 5-levels of below grade concrete 
parking, 1-level of a concrete podium, and 2 levels of a steel frame structure for the MOB over 
the podium.  Based on the number of subterranean levels, we have assumed foundations will 
extend up to to 53 feet below existing grades.   
 
The proposed site configuration is shown on the site plan, Figure 2.   
 
Based on our experience with similar projects, we assume maximum column loads of 
approximately 700 to 1,000 kips for the MOB/parking garage.   
 
Our recommendations are based upon the above structural and finish grade information. We 
should be notified if the actual loads and/or grades differ or change during the project design to 
either confirm or modify our recommendations. Also, when the project shoring and foundation 
plans become available, we should be provided with a copy for review and comment. 
 
1.3 PURPOSE OF INVESTIGATION 
 
The primary purpose of this investigation and report is to provide an evaluation of the existing 
geotechnical conditions at the site as they relate to the design and construction of the proposed 
development.  More specifically, this investigation was aimed at providing geotechnical 
recommendations for earthwork and design of shoring and foundations. 
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2.0 SCOPE OF WORK 

 
Our scope of work for this investigation consisted of review of existing information, field 
exploration, laboratory testing, engineering analysis, and the preparation of this report.   
 
Our field exploration consisted of five exploratory borings.  The locations of the subsurface 
explorations are shown on the Site Plan, Figure 2.   
 
The exploratory borings were drilled using truck-mounted hollow-stem auger drilling equipment 
to depths of 81 to 101 feet below existing site grades.  Details of the drilling and Logs of Borings 
are presented in Appendix A. 
 
Laboratory soil tests were performed on selected representative samples as an aid in soil 
classification and to evaluate the engineering properties of the soils.  The geotechnical 
laboratory testing program included determinations of moisture content and dry density, grain 
size distribution, fines content, shear strength, consolidation, expansion potential, and soil 
corrosivity.  Laboratory testing procedures and results are summarized in Appendix B. 
 
Soil corrosivity testing was performed by HDR under subcontract to GPI.  Their test results are 
presented in Appendix C. 
 
Terra Geosciences performed seismic shear-wave survey to assess the average shear wave 
velocity of the subsurface soils.  The results of the testing and the report by Terra Geosciences 
are presented in Appendix C. 
 
Engineering evaluations were performed to provide earthwork criteria, foundation and slab 
design parameters and assessments of seismic hazards.  The results of our evaluations are 
presented in the remainder of the report. 
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3.0 SITE CONDITIONS 

 
3.1  SURFACE CONDITIONS 
 
The site is located at the northeast corner of S. Main Street and W. Steward Drive within the 
western portion of St. Joseph Hospital in Orange, California.  The site is currently occupied by a 
small single-story motel building, a two-story hospital building, a single-story community clinic 
building, parking lots, and a street into an existing parking structure.  The 3-level parking garage 
is located along nearly the entire eastern side of the proposed MOB  
 
The site is bounded on the north by an empty lot with small abandoned buildings, on the west by 
S. Main Street, on the south side by W. Stewart Drive, and on the east by an existing parking 
garage, a dental office parking lot, and drives within the hospital. 
 
The site topography is relatively flat with ground surface elevations ranging from approximately 
+155 to +159 feet across the site from south to north. 
 
3.2  SUBSURFACE SOIL CONDITIONS 
 
Our field investigation disclosed a subsurface profile consisting of undocumented fill soils 
overlying natural soils.  Detailed descriptions of the conditions encountered are shown on the 
Logs of Borings in Appendix A. 
 
We encountered undocumented fill soils to depths of approximately 5 feet or less in our 
exploratory borings.  The fill soils consisted of silty sands, clays, silty clays, and sandy clays.  
Moisture contents of the fills were observed to be slightly moist to moist.   
 
The natural soils encountered consisted of interbedded layers of firm to stiff sandy clay, silty 
clays, and clayey silts along with medium dense to dense clayey sands, silty sands and sands.  
At a depth of approximately 40 to 50 feet, a thick layer of dense to very dense sandy soil was 
encountered which contained varying amounts of gravel and cobbles.  The borings at the 
southern portion of the site generally contained more gravel and cobbles.  In general, the sand 
layer extended to a depth of 60 to 70 feet where a layer of hard clay was encountered.  
Interbedded layers of hard clays and very dense sands were extended to the bottom of our 
explorations.  The sandy soils are generally dry to slightly moist.  The clays are generally moist 
to very moist.  At depths of 40 to 50 feet near the planned excavation bottoms, the sandy soils 
vary from medium dense to very dense and, in general, the clayey soils vary from stiff to hard.  
These natural soils near foundation level generally exhibit moderate to high strength and low 
compressibility characteristics.  Detailed descriptions of the soils are shown on the Logs of 
Borings in Appendix A.   
 
3.3  GROUNDWATER AND CAVING 
 
Groundwater was encountered at 98 feet deep in one of our borings (B-4).  Data published by 
the State of California indicates that groundwater in the site vicinity is greater than 40 feet below 
the existing site grades (Reference 1).  
 
Caving was not observed within the small diameter explorations.  However, caving and raveling 
of the dry to slightly moist sandy deposits should be expected. 
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4.0 CONCLUSIONS AND RECOMMENDATIONS 

 
4.1 OVERVIEW 
 
Based on the results of our investigation, it is our opinion that from a geotechnical viewpoint it is 
feasible to develop the site as proposed.  The proposed structure can be supported on spread 
footings with a slab-on-grade provided the geotechnical constraints discussed below are 
mitigated.  The most significant geotechnical issues that will affect the design and construction 
of the proposed structure are as follows: 
 

• The planned excavation for the subterranean parking levels will remove the 
undocumented fills across the site.  Details are presented in the “Earthwork” 
sections of this report.  

 
• Based on limited site access, shoring will be required during excavation of the 

basement level.  Intermittent layers of very dense layers of sands with gravels 
and cobbles exist in the soil profile.  Driven or vibrated soldier piles may not be a 
feasible or economical alternative to drilled holes.  The shoring contractor should 
evaluate the subsurface conditions when planning the installation methods for 
soldier piles and tieback anchors. 

 
• Groundwater was encountered in one of our explorations at a depth of more than 40 feet 

below the planned excavations for the subterranean level of the building.  We do not 
anticipate groundwater to adversely impact excavation bottoms, floor slabs, or basement 
walls.    

 
• Footings for the building can be supported directly on natural soils at the lower 

subterranean level.  Footings for at-grade minor structures can be supported on 
properly compacted fills. 

 
Our recommendations related to the geotechnical aspects of the development of the site are 
presented in the subsequent sections of this report. 
 
4.2 SEISMIC DESIGN 
 
4.2.1 General 
 
The site is located in a seismically active area typical of Southern California and is likely to be 
subjected to strong ground shaking due to earthquakes on nearby faults.  
 
We assume the seismic design of the proposed building will be in accordance with the California 
Building Code (CBC), 2019 edition.  A Site Class C may be used for the seismic design.  This 
determination is based on a seismic shear wave survey performed by Terra Geosciences under 
subcontract to GPI.  The average shear wave velocity of approximately 1290 feet/second was 
measured in the subsurface soils to approximately 100 feet below foundation levels.  Appendix 
C contains the results of the seismic shear wave survey. 
 
The seismic code values can be obtained directly from the tables in the building code using the 
above values and appropriate SEAOC/OSHPD website (Reference 2).  The Project Structural 
Engineer should determine the seismic design method. 
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4.2.2 Strong Ground Motion Potential 
 
Based on published information presented in Reference 3, the most significant faults in the 
proximity of the site are the San Joaquin Hills and Puente Hills Faults, which are located 
approximately 6 to 7 miles from the site.   
 
During the life of the project, the site will likely be subject to strong ground motions due to 
earthquakes on nearby faults.  Based on the SEAOC/OSHPD website (Reference 2), we 
computed that the site could be subjected to a peak ground acceleration (PGAM) of 0.68g for a 
modal magnitude 6.5 earthquake.  This acceleration has been computed using the mapped 
Maximum Considered Geometric Mean peak ground acceleration from ASCE 7-16 (Reference 
4) and a site coefficient (FPGA) based on site class.  The predominant earthquake magnitude 
was determined using a 2-percent probability of exceedance in a 50-year period, or an average 
return period of 2,475 years.  
 
The structural design will need to incorporate measures to mitigate the effects of strong ground 
motion. 
 
4.2.3 Potential for Ground Rupture 
 
There are no known active faults crossing or projecting through the site.  The site is not located 
in an Alquist-Priolo Earthquake Fault Zone.  Therefore, ground rupture due to faulting is 
considered unlikely at this site. 
 
4.2.4 Liquefaction 
 
Liquefaction is a phenomenon in which saturated cohesionless soils undergo a temporary loss 
of strength during severe ground shaking and acquire a degree of mobility sufficient to permit 
ground deformation. In extreme cases, the soil particles can become suspended in 
groundwater, resulting in the soil deposit becoming mobile and fluid-like. Liquefaction is 
generally considered to occur primarily in loose to medium dense deposits of saturated sandy 
soils. Thus, three conditions are required for liquefaction to occur: (1) a sandy soil of loose to 
medium density; (2) saturated conditions; and (3) rapid, large strain, cyclic loading, normally 
provided by earthquake motions. 
 
The site is not located within an area shown as having a potential for soil liquefaction in 
accordance with the Seismic Hazards Mapping Act as shown in the Orange Quadrangle 
(Reference 5).  Soil liquefaction is not likely to occur at the project site because the soils below 
the historical high groundwater level are dense to very dense.   
 
4.2.5 Seismic Ground Subsidence 
 
Seismic ground subsidence (not related to liquefaction induced settlements) occurs when strong 
earthquake shaking results in the densification of loose to medium dense sandy soils above the 
groundwater.  The sands below the planned excavation level of the subterranean parking are 
medium dense to very dense.  Ground subsidence below the excavation level will not likely 
occur during a major seismic event.   
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4.3 SUBSURFACE DRAINAGE 
 
Groundwater was encountered in one of our explorations at a depth of more than 40 feet below 
the planned excavations for the subterranean level of the building.  A historical high groundwater 
level as provided by the State (Reference 1) indicates a depth of greater than 40 feet below 
existing grades.  Except for limited layers of clayey soils, the soils in our samples were dry to 
slightly moist above a depth of 90 feet below existing grades.  Based on the above information, 
we do not anticipate groundwater to adversely impact excavation bottoms, floor slabs, or 
basement walls.   
 
4.4 EARTHWORK 
 
The earthwork anticipated at the project site will consist of demolition of existing buildings, 
improvements and pavements, clearing and grubbing, excavation for the subterranean parking, 
subgrade preparation, and the placement and compaction of fill. 
 
4.4.1 Clearing and Grubbing 
 
Prior to grading, performing excavations, or constructing the proposed improvements, the areas 
to be developed should be stripped of vegetation and cleared of existing structures, debris, and 
pavements.  Buried obstructions, such as footings, abandoned utilities, and tree roots should be 
removed from areas to be developed.  Deleterious material generated during the clearing 
operation, including organic topsoil, should be removed from the site.  If approved by the owner 
and regulatory agency, inert demolition debris, such as concrete and asphalt may be crushed for 
reuse in engineered fills outside the planned building areas in accordance with the criteria 
presented in the "Materials for Fill" section of this report. 
 
If cesspools or septic systems are encountered during grading, they should be removed in their 
entirety.  The resulting excavation should be backfilled as recommended in the "Subgrade 
Preparation" and "Placement and Compaction of Fill" sections of this report.  As an alternative, 
cesspools can be backfilled with lean sand-cement slurry.  At the conclusion of the clearing 
operations, a representative of GPI should observe and accept the site prior to further grading.  
 
4.4.2 Excavations 
 
Excavations at this site will include the subterranean parking excavation, removals of 
undocumented fills if not removed by the excavation, footing excavations, and trenching for new 
utility lines. 
 
Based on the preliminary project plans, the minor amount of fill soils within the building limits will 
be removed during the planned excavation for the subterranean parking levels.  For planning 
purposes, removals below the proposed pad elevation are not required unless the soils are 
disturbed.  The actual depths of removal should be determined in the field during grading by a 
representative of GPI.   
 
For minor at-grade supported structures, such as screen walls, canopies, or short retaining 
walls, the existing fills should be removed and the footings should be underlain by at least 2 feet 
of properly compacted fill.  For pavement and hardscape outside the building, the existing soils 
within at least 1 foot of the existing or finished grade, whichever is lower, should be 
overexcavated and replaced as properly compacted fill.  The actual depths of removals should 
be determined in the field during grading by a representative of GPI.   
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Where space is available, the removals for at-grade structures should extend laterally beyond 
the edge of footing a minimum distance equal to the depth of overexcavation/compaction below 
finish grade (i.e. a 1:1 projection below the edge of footings).   
 
Where not removed by the aforementioned excavations, existing undocumented utility trench 
backfill remaining below new foundation areas should be removed and replaced as properly 
compacted fill.  This is especially important for deeper fills such as existing sewers and storm 
drains.  For planning purposes, removals over the utilities should extend to within 1-foot of the 
top of the pipe.  The removal should extend laterally 1-foot beyond both sides of the pipe.  The 
actual limits of removal will be confirmed in the field.  We recommend that known utilities be 
shown on the grading plan. 
 
Temporary construction excavations may be made vertically without shoring to a depth of 4 feet 
below the adjacent grade.  Though not anticipated due to site constraints, for cuts up to 10 feet, 
the slopes should be properly shored or sloped back to at least 1:1 (horizontal to vertical) or 
flatter.  For cuts up to 20 feet, the slopes should be properly shored or sloped back to at least 
1½:1 or flatter.  The inclination is measured from the top to toe of slope, and we do not 
recommend incorporating a vertical cut at the base of the slope.  The exposed slope face should 
be kept moist (but not saturated) during construction to reduce local sloughing.  Surcharge loads 
should not be permitted within a horizontal distance equal to the height of cut from the top of the 
excavation or 5 feet from the top of the slopes, whichever is greater, unless the cut is properly 
shored.  Excavations that extend below an imaginary plane inclined at 45 degrees below the 
edge of the adjacent existing site facilities should be properly shored to maintain support of 
adjacent elements.  Excavations and shoring systems should meet the minimum requirements 
given in the most current State of California Occupational Safety and Health Standards. 
 
4.4.3 Subgrade Preparation 
 
After removals are complete and prior to placing fills or construction of proposed at-grade 
structures, the subgrade soils should be scarified to a depth of 12 inches, moisture-conditioned, 
and compacted to dry densities equal to at least 90 percent of the maximum dry density 
(95 percent for sandy soils), determined in accordance with ASTM D 1557.   
 
In areas to receive pavements (outside of the structure), the top 12 inches below the pavement 
base should be scarified, moisture-conditioned, and compacted to a minimum of 90 percent 
(95 percent for sandy soils) of the maximum dry density in accordance with ASTM D 1557. 
 
4.4.4 Material for Fill 
 
Soils available from on-site excavations, less debris or organic matter, will be suitable for re-use 
in fills.  Clays and silts should not be used for fills behind retaining walls or directly beneath 
exterior flatwork.  Retaining wall backfill and soils within 1-foot of finished grade for exterior 
hardscape and flatwork should consist of on-site or imported granular and be relatively non-
expansive soils as described below.  This recommendation is presented graphically in Figure 3.  
 
While not anticipated for the project, imported fill material should be predominately granular 
(containing no more than 40 percent fines - portion passing No. 200 sieve) and non-expansive 
(E.I. of 20 or less). Import or on-site materials used in compacted fills should not contain 
particles larger than 6 inches in diameter.  GPI should be provided with a sample (at least 
50 pounds) and notified of the location of soils proposed for import at least 72 hours in advance  
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of importing.  Each proposed import source should be sampled, tested and accepted for use 
prior to delivery of the soils to the site.  Soils imported prior to acceptance by GPI may be 
rejected if not suitable. 
 
In backfill areas where mechanical compaction of soil backfill is impractical due to space 
constraints, sand-cement slurry may be substituted for compacted backfill.  The slurry should 
contain at least one sack of cement per cubic yard and have a maximum slump of 5 inches.  
When set, such a mix typically has the consistency of compacted soil.   
 
From a geotechnical engineering standpoint, asphalt concrete or portland cement concrete can 
be incorporated into fills provided that they are crushed to the consistency of aggregate base 
and thoroughly blended with enough soil to form a well-graded mixture (typically a 3:1 soil to 
debris ratio).  Such material should not be placed within landscape areas.  Approval from the 
owner and City of Orange should be obtained prior to use of the inert materials within the 
building area.  
 
In areas where open-graded gravel, such as pea gravel or ¾-inch crush rock, is placed, the 
gravel should be separated from the on-site soils with a suitable non-woven filter fabric, such as 
Mirafi 140N or equivalent. The purpose of the filter fabric is to reduce the potential for soil 
particles to migrate into the void spacing of the gravel.  
 
4.4.5 Placement and Compaction of Fills 
 
Fill soils should be placed in horizontal lifts, moisture-conditioned, and mechanically compacted 
to densities equal to at least 90 percent (95 percent for sandy soils) of the maximum dry density, 
determined in accordance with ASTM D1557.  The optimum lift thickness will depend on the 
compaction equipment used and can best be determined in the field.  The following 
uncompacted lift thickness can be used as preliminary guidelines. 
 

Plate compactors 4-6 inches 
Small vibratory or static rollers (5-ton±) or track equipment 6-8 inches 
Heavy loaders or vibratory rollers 8-12 inches 

 
The maximum lift thickness should not be greater than 12 inches and each lift should be 
thoroughly compacted and accepted prior to subsequent lifts. 
 
Fills consisting of the on-site clays should be placed at a moisture content of 1 to 3 percent over 
the optimum moisture content in order to achieve the required compaction and reduce the 
potential for future swelling.  On-site or imported granular fills should be placed at a moisture 
content of 0 to 2 percent over the optimum moisture content.  The moisture content of the sandy 
soils encountered in the upper 50 feet of the explorations at the site was generally below the 
optimum moisture content.  The clayey soils encountered in the upper 50 feet of the explorations 
at the site are typically over optimum conditions. 
 
Once moisture conditioned and properly compacted, the exposed clayey soils should not be 
allowed to dry out prior to covering.  A representative of GPI should confirm the moisture content 
of the subgrade soils immediately prior to placement of concrete or additional fill.  
 
During backfill of excavations, the fill should be properly benched into the construction slopes as 
it is placed in lifts. 
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4.4.6 Shrinkage and Subsidence 
 
Shrinkage is the loss of soil volume caused by compaction of fills to a higher density than before 
grading.  Subsidence is the settlement of in-place subgrade soils caused by loads generated by 
large earthmoving equipment.  Neither shrinkage nor subsidence is anticipated to be a major 
factor on the project because of the significant soil export.  Actual shrinkage and subsidence will 
depend on the types of earthmoving equipment used and should be verified during grading. 
 
4.4.7 Trench/Wall Backfill 
 
Utility trench and wall backfill, consisting of the on-site materials (trenches only) or imported 
sand, should be mechanically compacted in lifts.  Lift thickness should not exceed those values 
given in the "Compacted Fill" section of this report.  Moisture conditioning of the on-site soils will 
be required prior to re-use as backfill.  Jetting or flooding of backfill materials should not be 
permitted.  GPI should observe and test trench and wall backfills as they are placed. 
 
In backfill areas where mechanical compaction of soil backfill is impractical due to space 
constraints, sand-cement slurry may be substituted for compacted backfill.  The slurry should 
contain one sack of cement per cubic yard and have a maximum slump of 5 inches. Within 
building areas, the slurry should contain two sacks of cement per cubic yard.  
 
4.4.8 Observation and Testing 
 
A representative of GPI should observe excavations, subgrade preparation, and fill placement 
activities.  Sufficient in-place field density tests should be performed during fill placement and in-
place compaction to evaluate the overall compaction of the soils.  Soils that do not meet 
minimum compaction requirements should be reworked and tested prior to placement of 
additional fill. 
 
4.5 FOUNDATIONS 
 
4.5.1 Foundation Type 
 
The proposed structure may be supported on conventional isolated and/or continuous shallow 
footings, provided the subsurface soils are prepared in accordance with the recommendations 
given in this report.  All building footings should be supported on competent natural soils.  
Footing bottoms should be moistened immediately prior to placement of concrete. 
 
4.5.2 Allowable Bearing Pressures 
 
Based on the shear strength and elastic settlement characteristics of the natural soils, a static 
allowable net bearing pressure of up to 5,500 pounds per square foot (psf) may be used for both 
continuous footings and isolated column footings bearing.   
 
The bearing pressures provided below are for dead-load-plus-live-load, and may be increased 
one-third for short-term, transient, wind and seismic loading.  The actual bearing pressure used 
may be less than the value presented above and can be based on economics and structural 
loads to determine the minimum width for footings as discussed below.  The maximum edge 
pressures induced by eccentric loading or overturning moments should not be allowed to 
exceed these recommended values. 
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For any at-grade minor structures, a static allowable net bearing pressure of up to 2,000 pounds 
per square foot (psf) may be used for both continuous footings and isolated column footings 
bearing on properly compacted fill consisting of on-site soils. 
 
4.5.3 Minimum Footing Width and Embedment 
 
The following minimum footing widths and embedments are recommended for the 
corresponding allowable bearing pressure for the building.   
 

STATIC BEARING 
PRESSURE 

(psf) 

MINIMUM FOOTING 
WIDTH 
(inches) 

MINIMUM FOOTNG* 
EMBEDMENT 

(inches) 
5,500 120 24 
5,000 96 24 
4,500 72 24 
4,000 60 24 
2,500 24 24 
2,000 24 18 
1,500 18 18 

* Refers to minimum depth below lowest adjacent grade at the time of foundation construction. 
 
A minimum footing width of 18 inches should be used even if the actual bearing pressure is less 
than 1,500 psf. 
 
4.5.4 Estimated Settlements 
 
We calculated settlements based on the assumed structural loads.  Based on our analyses, the 
total static settlement under a maximum column load of 1000 kips supported on natural soils at 
40 to 50 feet below existing grades, is expected to be on the order of 1-inch or less.  Differential 
settlement between similarly loaded adjacent footings is anticipated to be on the order of ½-inch. 
  
Total settlements of less than 1-inch are anticipated for any minor at-grade structures supported 
on natural soils or compacted fill derived from on-site soils.  Differential settlement between 
similarly loaded adjacent footings is anticipated to be on the order of ½-inch.   
 
The above estimates are based on the assumption that the recommended earthwork will be 
performed and that the footings will be sized in accordance with our recommendations.  If the 
structural loads change as the design of the project progresses, we should be notified in order to 
confirm the estimated settlement values provided above. 
 
4.5.5 Lateral Load Resistance 
 
Soil resistance to lateral loads will be provided by a combination of frictional resistance between 
the bottom of footings and underlying soils and by passive soil pressures acting against the 
embedded sides of the footings.  For frictional resistance, a coefficient of friction of 0.35 may be 
used for design.  In addition, an allowable lateral bearing pressure equal to an equivalent fluid 
weight of 300 pounds per cubic foot may be used, provided the footings are poured tight against 
competent natural soils or compacted fill.  These values may be used in combination without 
reduction. 
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4.5.6 Foundation Concrete 
 
Laboratory testing by HDR (Appendix C) on samples provided by GPI indicates soluble sulfate 
contents of 4 to 142 mg/kg (0.001+ to 0.014+ percent by weight).  For the 2019 CBC, foundation 
concrete should conform to negligible sulfate exposure per the requirements outlined in ACI 
318, Section 4.3. 
 
4.5.7 Footing Excavation Observation 
 
Prior to placement of steel and concrete, a representative of GPI should observe and approve 
all footing excavations. 
 
4.6 RETAINING STRUCTURES AND SHORING 
 
Basement walls, cantilever retaining walls, and temporary shoring are planned for the site. The 
following recommendations are provided for walls up to 15 feet tall and shoring that does not 
extend more than 50 feet in height.  We recommend that conventionally constructed walls be 
backfilled with sandy (granular) soils. 
 
4.6.1 Basement and Retaining Walls 
 
Active pressure may be used in the design of the subterranean walls if the total movement of the 
wall is sufficient to mobilize the active pressure (yielding at least ½-inch laterally in 10 feet of 
wall height).  For cantilever walls with level, drained backfill comprised of granular soils, the 
magnitude of active pressures is equivalent to the pressures imposed by a fluid weighing 
35 pounds per cubic foot (pcf).  For cantilever walls retaining level, drained, undisturbed native 
soils, the magnitude of active pressures is equivalent to the pressures imposed by a fluid 
weighing 45 pcf.   
 
At-rest pressures should be used for restrained walls that remain rigid enough to be essentially 
non-yielding.  At-rest pressures imposed by a fluid weighing 65 pounds per cubic foot should be 
used for drained, natural soils.   
 
The following pressures should be used to design the basement walls if they are waterproofed 
and designed to resist hydrostatic pressure below the design groundwater elevation.  At-rest 
pressures imposed by a fluid weighing 94 pounds per cubic foot should be used for undrained 
natural soils for basement walls.   
 
To account for seismic load an additional lateral earth pressure equal to 25 pcf (equivalent fluid 
pressure distribution) should be added to the above active pressures.  If the walls are designed 
using the above at-rest pressure, the added seismic load plus at-rest pressures can be limited to 
70 pcf for drained natural soils.  The added seismic load plus at-rest pressures can be limited to 
96 pcf for undrained natural soils.   
 
Walls subject to surcharge loads should be designed for an additional uniform lateral pressure 
equal to one-third and one-half the anticipated surcharge pressure for unrestrained and 
restrained walls, respectively.  Surcharge loads from the adjacent parking structure needs to be 
considered if the proposed basement wall extends below the zone of influence of the adjacent 
foundations.  The zone of influence can be defined as the area below an imaginary 1:1 line 
extending downwards from the bottom of the nearest footing.   
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In addition to the recommended earth pressure, the upper 10 feet of the walls adjacent to the 
streets should be designed to resist a uniform lateral pressure of 100 pounds per square foot, 
acting as a result of an assumed 300 pound per square foot surcharge behind the shoring due 
to normal street traffic.  If traffic is kept at least 10 feet from the walls, the traffic surcharge may 
be neglected. 
 
Construction equipment, such as cranes, concrete trucks, or loaders can impose lateral 
surcharge loads if they are supported adjacent to the basement walls (or shoring).  Therefore, 
surcharge effects from such equipment will need to be evaluated on a case-by-case basis and, 
if needed, the walls locally reinforced to support the surcharge from such loads. 
 
The recommended pressures for the drained condition are based on the assumption that the 
supported earth will be fully drained, preventing the build-up of hydrostatic pressures.  For 
traditional backfilled retaining walls, a drain consisting of perforated pipe and gravel wrapped in 
filter fabric should be used.  One cubic foot of rock should be used for each lineal foot of pipe.  
The fabric (non-woven filter fabric, Mirafi 140N or equivalent) should be lapped at the top.  We 
prefer pipe and gravel drains to weep holes to avoid potential for constant flow of surface water 
in front of the wall.  For retaining walls constructed adjacent to temporary shoring, a composite 
geotextile drain may be used with a manifold-type collection drain at the design groundwater 
level.  A representative of GPI should observe and approve wall drains prior to placement of wall 
backfill.  
 
The Structural Engineer should specify the use of select, granular wall backfill on the plans for 
walls that are to be conventionally backfilled. Wall footings should be designed as discussed in 
the "Foundations" section. 
 
4.6.2 Temporary Shoring 
 
Where there is not sufficient space for sloped embankments, such as along the property limits, 
shoring will be required.  Based on current plans, shoring is anticipated along all sides of the 
project site.  One method of shoring would consist of steel soldier piles placed in drilled holes, 
backfilled with concrete, and tied-back with earth anchors.  The tie-back anchors will require 
permission and be subject to limitations from the adjacent property owners and the City of 
Orange.  Utilities in the adjacent streets should be considered when planning the shoring.  
Rakers providing support to the soldier piles from inside the excavation would be an option if tie-
backs are not allowed in any areas of the site. 
 
The shoring contractor should evaluate the subsurface conditions when planning the installation 
methods for soldier piles and tieback anchors.  Because of intermittent layers of very dense 
layers of sands with gravels and cobbles in the upper 80 feet of the soil profile, driven or 
vibrated soldier piles may not be a feasible or economical alternative to drilled holes.  The 
presence of very dense sands as well as gravel and cobbles should be considered when 
evaluating the alternatives for soldier piles. 
 
For cantilever shoring with level backfill consisting of the on-site soils, the magnitude of active 
pressure is equivalent to the pressures imposed by a fluid weighing 35 pounds per cubic foot 
(pcf).  For restrained shoring, such as soldier piles with tied-back earth anchors, a trapezoidal 
apparent earth pressure envelope may be used.  The magnitude of the maximum pressure may 
be taken as 28H in pounds per square foot (psf) where H is the total height of the excavation 
being shored for the basement walls.  The trapezoidal distribution is shown on Figure 4, Lateral  
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Earth Pressures for Tie-Back Shoring.  It should be noted that the provided lateral earth 
pressures assume a fully drained condition and do not include hydrostatic pressures.  
 
In addition to the recommended earth pressure, the upper 10 feet of the shoring adjacent to 
streets should be designed to resist a uniform lateral pressure of 100 pounds per square foot, 
acting as a result of an assumed 300 pound per square foot surcharge behind the shoring due 
to normal street traffic.  If traffic is kept at least 10 feet from the shoring, the traffic surcharge 
may be neglected.   
 
Shoring should also be designed for adjacent building loads of the parking structure and 
construction equipment in a similar manner as basement walls. 
 
For design of soldier piles spaced at least two diameters on centers, the allowable lateral 
bearing value (passive value) of the soils below the excavation may be taken to be 600 pounds 
per square foot at the excavated surface, up to a maximum of 6,000 psf.  To develop the full 
lateral value, provisions should be made to assure firm contact between the soldier piles and the 
undisturbed soils.  The concrete placed in the soldier pile excavation below the excavated level 
may be a lean mix, but it should be of adequate strength to transfer the imposed loads to the 
surrounding soils.  While not anticipated due to the potential for significant cobbles at the 
excavation level, if the soldier piles are driven or vibrated into place, the design width of the 
soldier piles (effective pile diameter) used in calculations should be equal to the actual width of 
the flange of the soldier piles. 
 
While not anticipated to be feasible, driving of soldier piles to improve production or minimize 
ground vibration should only allow predrilling down to the design elevation of the excavation 
bottom.  A continuous flight auger should be utilized to enable reversing the auger to minimize 
the removal of soil during the process.  If soil is removed during the predrilling process, the 
resulting void should be backfilled with 1½ sack sand-cement slurry. The diameter of the auger 
used for predrilling should not exceed 80 percent of the maximum depth of the soldier pile beam 
section. 
 
The frictional resistance between the soldier piles and the retained earth may be used in 
resisting the downward component of the anchor load.  The coefficient of friction between the 
soldier pile and the retained earth may be taken as 0.35.  This value is based on the assumption 
that uniform full bearing will be developed between the steel soldier beam and the lean-mix 
concrete and between the lean mix concrete and the retained earth.  In addition, provided the 
portion of the soldier piles below the excavated level is backfilled with structural concrete, the 
soldier piles below the excavated level may be used to resist downward loads.  The frictional 
resistance between the concrete soldier piles and the soils below the excavated level may be 
taken as equal to 500 pounds per square foot.  
 
Continuous lagging will be required between the soldier piles.  Careful installation of the lagging 
will be necessary to achieve bearing against the retained earth.  We recommend that the voids 
between the lagging and retained earth be backfilled with a lean-mix sand-cement slurry prior to 
continuing the excavation deeper.  The soldier piles should be designed for the full anticipated 
lateral pressure.  However, the pressure on the lagging will be less because of arching of the 
soils between piles.  We recommend that the lagging be designed for the recommended earth 
pressure but limited to a maximum value of 400 pounds per square foot, provided the soldier 
beam spacing is 8 feet or less. 
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Tie-back friction anchors may be used to resist lateral loads.  For design purposes, it may be 
assumed that the active wedge adjacent to the shoring is defined by a plane drawn at 
35 degrees from the vertical through the bottom of the excavation.  The anchors should extend 
at least 20 feet beyond the potential active wedge and to a greater length if necessary to 
develop the desired capacities.  The capacities of anchors should be determined by testing of 
the initial anchors as outlined in a following paragraph.  For design purposes, it may be 
estimated that conventional drilled cast-in-place friction anchors will develop an average friction 
value of 700 pounds per square foot.  Post-grouted anchors typically obtain greater capacities 
compared to gravity grouted anchors.  In general, the obtained capacity of post-grouted tie-back 
anchors is primarily a function of construction methods and experience of the specialty 
contractor along with local site conditions.  The capacity of tie-back anchors should be 
determined through a performance specification.  Ultimately, it is the contractor’s responsibility 
to obtain the required pullout capacity, which may require extensive post grouting and/or field 
modifications.  A design friction value of 2,000 pounds per square foot for post-grout anchors 
has been used by contractors on other projects.  Only the frictional resistance developed 
beyond the active wedge would be effective in resisting lateral loads.  If the anchors are spaced 
at least 6 feet on-center, group action reduction in the capacity of the anchors need not be 
considered. 
 
The anchors may be installed at angles of 15 to 45 degrees below the horizontal.  Caving of the 
anchor holes should be prevented with the installation method selected.  For friction gravity, 
grouted anchors (non post-grouted), the anchors should be filled with concrete placed by 
pumping from the tip out, and the concrete should extend from the tip of the anchor to the active 
wedge.  The annular space around the tie-back tendons should not be backfilled until after 
anchor testing.  If caving is a concern in the sandy deposits, the portion within the active wedge 
may be backfilled with sand and only enough cement to allow placement by pumping.  Additional 
tendons may be required if the active wedge portion is filled to complete the 200 percent tests 
discussed below. 
 
At least 10 percent of the total anchors should be selected for quick 200 percent tests. At least 
one anchor per row should be tested for 24 hours.  The purpose of the 200 percent tests is to 
verify the friction value assumed in design.  The anchors should be tested to develop twice the 
assumed friction value.  Where satisfactory tests are not achieved on the initial anchors, the 
post grouting or anchor length should be increased until satisfactory test results are obtained.  
When the extent of the shoring program is known, we should review the recommended test 
program and make modifications as necessary.  For the 24-hour 200 percent tests, the total 
deflection during loading should not exceed 12 inches.  The deflection after the 200 percent test 
load has been applied should not exceed 0.75-inch during the 24-hour period.  If the anchor 
movement after the 200 percent load has been applied for 10 hours is less than 0.5 inch, and 
the movement over the previous 4 hours has been less than 0.1-inch, the test may be 
terminated.  For the quick 200 percent tests, the total deflection should not exceed 12 inches.  
The deflection after the 200 percent test load has been applied should not exceed 0.25 inch 
during a 30-minute period. 
 
The remaining anchors should be pretested to at least 150 percent of the design load. The total 
deflection during the test should not exceed 12 inches.  The rate of creep under the 150 percent 
load should not exceed 0.1 inch over a 15-minute period for the anchor to be approved for the 
design loading.  After a satisfactory test, each production anchor should be locked-off at the 
design load.  The locked-off load should be verified by rechecking the load in the anchor.  If the 
locked-off load varies by more than 10 percent from the design load, the load should be reset 
until the target load is achieved. 
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Anchor testing should be performed by the contractor and observed by GPI.  The contractor 
shall provide the necessary test equipment, including an independent fixed reference point (i.e., 
tripod) for placement of the dial gage for measuring anchor deflections during tensioning.  Prior 
to testing, the contractor shall supply current calibration records of the hydraulic jack to be used 
for testing.  Calibration records should be signed by a California registered professional 
engineer and be within 3 months prior of the start of testing. 
 
It is difficult to accurately predict the amount of deflection of the shored embankment.  It should 
be realized, however, that some deflection will occur.  Adjacent to city right-of-way, the shoring 
should be designed to limit deflection to 1-inch.  If greater deflection occurs during construction, 
additional bracing may be necessary.  In areas where less deflection is desired, such as 
adjacent to existing settlement sensitive improvements, the shoring should be designed for 
higher lateral earth pressures.  We recommend limiting the lateral deflection of shoring adjacent 
to the parking structure or other buildings to ½-inch.  
 
Driven/vibrated soldier piles, while not anticipated at this project, should be limited to areas 
beyond 20 feet from existing buildings, and to a greater distance where adjacent structures 
appear to be sensitive to vibration or settlement.  Ground vibrations could be monitored when 
driving/vibrating soldier piles adjacent to sensitive structures.  A seismograph should be used to 
measure peak particle velocities (PPV) at the ground surface of the structures of concern.  We 
suggest a maximum allowable PPV of 0.5 inches per second be used as a threshold value 
unless a lower value is required by the adjacent property owners or hospital operations. 
Measures should be taken to reduce vibrations if PPV limits are exceeded.  Such measures 
could include altering the predrilling methods or changing to the installation of the soldier piles in 
a drilled and grouted hole. 
 
In areas of the site where tie-back anchors for the temporary shoring will not be feasible, an 
option would be the use of rakers to support the temporary shoring.  Based on the 
characteristics of the in-place soils at the planned subgrade level determined during our initial 
investigation, we recommend an allowable bearing pressure of 3,000 pound per square foot 
(psf) for the raker footings with a minimum embedment of 18 inches.  Based on our analyses, 
the same frictional capacity values can be used for resisting upward components of the raker 
loads as recommended for resisting downward loads.  Raker footing excavations should be 
cleaned of loose soils and observed by a representative of GPI prior to placing concrete. 
 
We recommend performing a detailed survey of the improvements to be supported above the 
planned shoring prior to and during the shoring installation.  The survey should include 
topographic data and a video account of the condition of the existing improvements, including 
cracks or signs of distress.  During construction, the monitoring should consist of periodic 
surveying of the lateral and vertical locations of the tops of the soldier piles.  We suggest weekly 
readings during the excavation and for the first three weeks after achieving the bottom of the 
excavation.  After that time, the readings should be performed every other week until the 
completion of the basement walls. 
 
4.7 CONCRETE FLOOR SLABS 
 
Slab-on-grade floors should be supported on a non-expansive (Expansion Index of 20 or less), 
undisturbed natural or compacted granular soils as discussed in the “Placement and 
Compaction of Fill” section.     
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Although not anticipated for the subterranean parking level, a moisture vapor retarder should be 
placed under slabs that are to be covered with moisture-sensitive floor coverings (wood, vinyl, 
tile, etc.).  Polyolefin in 15-mil thickness should be covered by a layer of clean sand (less than 
5 percent by weight passing the No. 200 sieve) having a minimum thickness of 2 inches.  Based 
on our explorations and laboratory testing, the soils at the site are not suitable for this purpose.  
The function of the sand layer is to protect the vapor retarder during construction and to aid in 
the uniform curing of the concrete.  This layer should be nominally compacted using light 
equipment.  The sand placed over the vapor retarder should only be slightly moist.  If the sand 
gets wet (for example as a result of rainfall or excessive moistening) it must be allowed to dry 
prior to placing concrete.  Care should be taken to avoid infiltration of water into the sand layer 
after placement of the concrete slab, such as at slab cut-outs and other exposures. 
 
It should be noted that the material used as a vapor retarder is only one of several factors 
affecting the prevention of moisture accumulation under floor coverings.  Other factors include 
maintaining a low water-cement ratio for the concrete used for the floor slab, effective sealing of 
joints and edges (particularly at pipe penetrations) as well as excess moisture in the concrete.  
The manufacturer of the floor coverings should be consulted for establishing acceptable criteria 
for the condition of the floor surface prior to placing moisture-sensitive floor coverings. 
 
4.8 CORROSION 
 
Soil corrosivity testing was performed by HDR under subcontract to GPI.  The corrosivity test 
results are presented in Appendix B.  The on-site soils should be considered moderately 
corrosive to buried metals.  If additional corrosion consultation is required, a corrosion engineer 
such as HDR should be consulted.  
 
4.9 EXTERIOR CONCRETE AND MASONRY FLATWORK  
 
Exterior concrete and masonry flatwork should be supported on imported non-expansive 
compacted fill if differential heave is not acceptable.  The use of clayey soils within the upper 
12 inches of exterior flatwork subgrade is not recommended.  Prior to placement of concrete, 
the subgrade should be prepared as recommended in “Subgrade Preparation” section.  
 
4.10 STORMWATER INFILTRATION 
 
Stormwater infiltration in soils retained by basements walls should not be permitted.  Infiltration 
at a sufficient depth below the bottom of the foundations or below the basement walls would be 
required.  The sandy soils encountered during our investigation directly below the proposed 
foundation level have characteristics, which are generally suitable for on-site subsurface 
infiltration of stormwater.  However, there is a consistent layer of hard clay at a depth of 
approximately 15 to 25 feet below the foundation level.  This clay material will likely be relatively 
impermeable and will cause mounding of groundwater within the influence of foundations.  
Extending the infiltration beyond the clay layer with dry wells is not feasible due to the measured 
groundwater depth of 98 feet and the County requirement to not infiltrate within 10 feet of the 
seasonally high groundwater (Reference 6).  For this reason, it is our opinion that stormwater 
infiltration at the site is not considered feasible for this project. 
 
4.11 PAVED AREAS 
 
Preliminary pavement design has been based on an assumed R-value of 10 for the clayey near-
surface soils.  The California Division of Highways Design Method was used for design of the 
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recommended preliminary pavement sections.  These recommendations are based on the 
assumption that the pavement subgrades will consist of the existing soils.  The subgrade soil 
conditions will need to be confirmed at the conclusion of rough grading.  
 

 

PAVEMENT AREA 
 

TRAFFIC INDEX 

SECTION THICKNESS (inches) 
ASPHALT/PORTLAND 

CONCRETE 
AGGREGATE 

BASE COURSE 
Asphalt Concrete 
Automobile Parking 
Automobile Drives 

Truck Drives 

 
4.0 
5.0 
6.0 

 
3.0 
3.0 
3.0 

 
6 
9 
13 

Portland Cement Concrete 
Automobile Parking 
Automobile Drives 

Truck Drives 
 

Parking Structure 
 

 
4.0 
5.0 
6.0 

 
5.0 

 

 
6.0 
6.5 
7.0 

 
5.0 

 

 
4 
4 
4 
 

--- 
 

 
The pavement subgrade underlying the aggregate base should be properly prepared and 
compacted in accordance with the recommendations outlined under "Subgrade Preparation". 
 
The pavement base course should be compacted to at least 95 percent of the maximum dry 
density (ASTM D 1557). Aggregate base should conform to the requirements of Section 26 of 
the California Department of Transportation Standard Specifications for Class II aggregate base 
(three-quarter-inch maximum) or Section 200-2 of the Standard Specifications for Public Works 
Construction (Green Book) for untreated base materials (except Processed Miscellaneous 
Base). 
 
The above recommendations are based on the assumption that the base course will be properly 
drained. The design of paved areas should incorporate measures to prevent moisture build-up 
within the base course and subgrade, which can otherwise lead to premature pavement failure. 
For example, curbing adjacent to landscaped areas should be deep enough to act as a barrier 
to infiltration of irrigation water into the adjacent base course. 
 
4.12 SURFACE DRAINAGE 
 
Positive surface gradients should be provided adjacent to structures so as to direct surface 
water run-off and roof drainage away from foundations and slabs toward suitable discharge 
facilities.  Long-term ponding of surface water should not be allowed on pavements or adjacent 
to buildings.  
 
4.13 GEOTECHNICAL OBSERVATION AND TESTING 
 
We recommend that a representative of GPI observe earthwork and shoring installation during 
construction to confirm that the recommendations provided in our report are applicable during 
construction. The earthwork activities include grading, compaction of fills, subgrade preparation, 
pavement construction and foundation excavations. If conditions are different than expected, we 
should be afforded the opportunity to provide an alternate recommendation based on the actual 
conditions encountered. 
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5.0 LIMITATIONS 

This report, exploration logs, and other materials resulting from GPI's efforts were prepared 
exclusively for use by PMB Orange 2 LLC and their consultants in designing the proposed 
development. The report is not intended to be suitable for reuse on extensions or modifications 
of the project or for use on project other than the currently proposed development as it may not 
contain sufficient or appropriate information for such uses.  

Soil deposits may vary in type, strength, and many other important properties between points of 
exploration due to non-uniformity of the geologic formations or to man-made cut and fill 
operations. While we cannot evaluate the consistency of the properties of materials in areas not 
explored, the conclusions drawn in this report are based on the assumption that the data 
obtained in the field and laboratory are reasonably representative of field conditions and are 
conducive to interpolation and extrapolation. 

Furthermore, our recommendations were developed with the assumption that a proper level of 
field observation and construction review will be provided by GPI during grading, excavation, 
and foundation construction. If field conditions during construction appear to be different than is 
indicated in this report, we should be notified immediately so that we may assess the impact of 
such conditions on our recommendations. If others perform construction phase services, the 
client and new geotechnical firm must accept full responsibility for all geotechnical aspects of the 
project, including this report.  

Our investigation and evaluations were performed using generally accepted engineering 
approaches and principles available at this time and the degree of care and skill ordinarily 
exercised under similar circumstances by reputable geotechnical engineers practicing in this 
area. No other representation, either expressed or implied, is included or intended in our report. 

Respectfully submitted, 
Geotechnical Professionals Inc. 

Donald A. Cords, P.E., G.E.    James E. Harris, P.E, G.E. 
Principal Principal 


